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Natomas Mutual Water Company

Drawdown Test

Hour Constant Rate Test
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8.8-Hour Constant Rate Test

Fish Well #1

Static Water Level = 14.75 feet

Avg. Discharge Rate = 2,155 gpm

Fish Well #2

Static Water Level = 13.75 feet

TNBC Well

Static Water Level = 15.60 feet

24-Hours

10

@ Fish Well 1 (Pumping Well)

100
Elapsed Time (minutes)

M Fish Well 2 (Obs. Well)

1,000

A TNBC Well (Obs. Well)

10,000
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